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CODE ANALYSIS PLAN
FIRE 2 PLAN

G-101

WAREHOUSE DOOR ADDITION
7447 PAN AMERICAN FWY NE
ALBUQUERQUE, NM 87109

SCALE: 1" = 10'-0"

CODE ANALYSIS / FIRE 2 PLAN

8/14/2020

CODE ANALYSIS

IEBC 2015

OCCUPANCY CLASSIFICATION STORAGE GROUP F-1

SCOPE OF WORK: ADD NEW OVERHEAD DOOR ALTERATION LEVEL 2

BUILDING TYPE:

IBC TABLE 601 & SECTION 602.2

CONSTRUCTION TYPE TYPE II-B-S1

FIRE-RESISTIVE REQUIREMENTS PER IBC TABLE 601

STRUCTURAL FRAME 0 HR

BEARING WALLS 0 HR

NON-BEARING WALLS 0 HR

ROOF CONSTRUCTION 0 HR

ALLOWABLE GROSS FLOOR AREA:

IBC TABLE 506.2

F-1 OCC. / TYPE II-B-S1 CONST

2 FLOORS / 55 FT 62,000 SQ. FT.

ACTUAL FLOOR AREA:

TOTAL BUILDING AREA 16,250 SQ. FT.

CODE LEGEND
3 HOUR FIRE RATED ASSEMBLY

2 HOUR FIRE RATED ASSEMBLY

1 HOUR FIRE RATED ASSEMBLY

SMOKE BARRIER 1 HOUR RATED

DIRECTION OF EGRESS

DIRECTION OF EGRESS WITH
NUMBER OF OCCUPANTS INDICATED

FIRE EXTINGUISHER CABINET
FIRE EXTINGUISHER IN AREAS OTHER THAN THE KITCHEN
ARE TO BE 2A:10BC SURFACE MOUNTED TYPE ABC.  FIRE
EXTINGUISHER IN THE KITCHEN TO BE TYPE K.

FIRE DEPARTMENT HOSE CONNECTION

FEC

2H

1H

SB

3H

NOTE:

1. SHOP DRAWINGS SHALL BE SUBMITTED TO THE FIRE
MARSHAL’S OFFICE FOR REVIEW AND APPROVAL FOR ANY
INSTALLATION OR MODIFICATION TO THE FIRE SPRINKLER
SYSTEM, FIRE ALARM SYSTEM, OR ANY OTHER FIRE RELATED
SYSTEM.

2. THE FIRE SPRINKLER SYSTEM SHALL BE SUPERVISED.

FEC
EXIT
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8/14/2020
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NO WORK IN THIS AREA

NO WORK IN THIS AREA
NO WORK IN THIS AREA

CODE ANALYSIS

AREA SEPARATION:

IBC TABLE 508.4

NONE REQUIRED

OCCUPANT LOAD:

IBC TABLE 1004.1.1

UNCHANGED

AUTOMATIC SPRINKLER SYSTEM:

PROVIDED

FIRE ALARM & DETECTION SYSTEM: IBC 907.2.2

PROVIDED

GROUP F-1 PLUMBING:
IBC 2902.1

NO CHANGE TO OCCUPANCY OR OCCUPANT LOAD
EXISTING FIXTURE COUNT TO REMAIN PER IEBC

EXIT EXIT

EXIT

EXIT

NEW
OVERHEAD

DOOR

EXIT
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SPLIT FACE CMU, COLOR #1

CMU, PLAIN GREY PARAPET BEYOND

METAL ROOFING 

MASONRY CONTROL JOINT, SEE STRUC.

LOADING DOCK

3/8" MASONRY CONTROL JOINT W/
SEALANT & BACKER ROD MATCHING
MORTAR COLOR, SEE STRUCT.

O.H. DOOR

FLUTED CMU, COLOR #3
GROUND FACE CMU, COLOR #3

SPLIT FACE CMU, COLOR #2

1 COURSE FLUTED CMU, COLOR
#3

1 COURSE SCORED CMU (8" X 8") PLAIN
FACE, COLOR #3

4" SOLID CMU COPING
BLOCK, PLAIN FACE,
COLOR #3

FABRICATED SUN SHADE
CANOPY, CLEAR ANODIZED
ALUMINUM, SIM. TO SUN VISOR'S
ON 2-STORY BLDG.

FACE OF CONC. CURB
CONCRETE LOADING DECK
RAMPS, SEE SITE PLAN

CONCRETE RETAINING WALL

CONCRETE STAIRS

EXISTING CHAIN LINK
FENCE TO REMAIN

CONCRETE DRAINAGE
CHANNEL, SEE GRADING &
DRAINAGE

EXISTING CHAIN LINK
FENCE TO REMAIN

STEEL PIPE
GUARDRAIL

PROVIDE PLAIN
FACE @ RETURNS

O.H. DOOR

1 1/2" DIA. FABRICATED STEEL
GUARDRAIL, FIELD PAINTED

CONCRETE RETAINING WALL

1 1/2" DIA. FABRICATED STEEL
GUARDRAIL, FIELD PAINTED

CONCRETE CURB @ DRAINAGE
CHANNEL

CONTINUOUS GALV. METAL GUTTER

CONCRETE RETAINING WALL

ROOF DRAIN LEADER TO CONC. DRAINAGE CHANNEL, TYP.

SLOPE FOR DRAINAGE

EXPANSION JOINT W/
SEALANT & BACKERROD

CONC. LOADING DOCK

LOADING DOCK RAMP

CONCRETE RETAINING WALL

1 1/2" DIA. FABRICATED STEEL
GUARDRAIL, FIELD PAINTED

O.H. DOOR

PROVIDE PIPE SLEEVES CAST INTO CONC.
RETAINING WALLS OR CORE DRILL HOLES
FOR GUARDRAIL INSTALLATION W/ EPOXY
GROUT, TYP.

CONCRETE RETAINING WALL

1 1/2" DIA. FABRICATED STEEL
GUARDRAIL, FIELD PAINTED

CONCRETE CURB @ DRAINAGE
CHANNEL

FABRICATED ALUM. SUN SHADE
CANOPY

CONCRETE LOADING DOCK
PLATFORM
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	Pages from AA Stamped Final_SI-2021-00482

	SI-: SI-2021-00482
	PR-: PR-2020-004384
	Description 1: Enclosure of existing loading dock on the north side of building;       
	Description 2: Installation of overhead door and CMU to match existing structure facade.
	Description 3: REVISED 6/14/2021: Included Sheet A-202
	Date:      6/14/2021
		2021-06-14T11:59:29-0600
	James M. Aranda




