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6" GV

6" GV
6" HYDRANT

6" HYDRANT

6" HYDRANT
6" GV

6" GV
6" HYDRANT

6" HYDRANT
6" GV

4" GV

8" GV

6" GV
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6" GV

6" HYDRANT
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8" GV
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12" GV

8" GV
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38 LF OF 8" PVC @ 2.00%

85 LF OF 8" PVC @ 2.00%

200 LF OF 8" PVC @ 2.00%

139 LF OF 8" PVC @ 2.00%

SAN MH 03
RIM=5243.94

8" INV OUT=5234.50 (E)

PUBLIC SAN MH 04
CONNECT TO EXISTING

SANITARY SEWER STUB
RIM=5240.58

PR. 8" INV IN=5233.74 (W)
EX. 8" INV OUT=5233.64 (S)

SAN MH 01
RIM=5248.92

8" INV IN=5241.77 (NE)
8" INV OUT=5241.67 (SE)

SAN MH 02
RIM=5245.36

8" INV IN=5237.67 (NW)
8" INV OUT=5237.57 (SE)

SANITARY BUILDING CONNECTION
8" INV OUT=5243.47 (SW)

CONNECT TO EXISTING
WATERMAIN

CONNECT TO EXISTING
WATERMAIN
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8" 45° BEND
8" 45° BEND

8" 45° BEND

8" 45° BEND

8" 45° BEND
8" 45° BEND

8"X6" TEE

8"X6" TEE

8"X8" TEE

8" 45° BEND

8" 45° BEND

8" 11.25° BEND

6" DIP

6" DIP

6" DIP

6" DIP

8" PVC

8" PVC

8" PVC

8" PVC
8" PVC

6" PVC
6" PVC

6" PVC

6" PVC

8" PVC

8" PVC

8" PVC

8" PVC

6" PVC

8" PVC

8" PVC

6" PVC

8" PVC

4" PVC

8" PVC

4" PVC

8" PVC

8" PVC

12" 11.25° BEND

12" PVC

12" PVC12" 11.25° BEND

12" PVC

12" 11.25° BEND

12" PVC

12"X6" TEE
12" PVC
12" 11.25° BEND

12" PVC
12" PVC

12" PVC

6" PVC

6" PVC

8" PVC

8" PVC

6" PVC

6" PVC

8"X6" TEE

8" PVC

8"X6" TEE

4" DOMESTIC WATER SERVICE
VERIFY LOCATON, SIZE, MATERIAL,
AND INVERT WITH MEP PLANS

8" FIRE PROTECTION WATER SERVICE
VERIFY LOCATION, SIZE, MATERIAL,
AND INVERT WITH MEP PLANS

8"X6" TEE

8"X8" TEE

12" PVC12"X8" TEE

12" 11.25° BEND

12" 11.25° BEND

12"X6" TEE

8" PVC

12" PVC

8" PVC

8" PVC

8" PVC

8" PVC

4" PVC

4" PVC
4" 45° BEND

4" 45° BEND

4" 45° BEND

4" PVC

4" 22.5° BEND
4" PVC

4" GV

4" GV
4" PVC

12"X4" TEE

4" PVC

WATER METER VAULT
4" SERVICE
SEE DETAIL DWG 2370/C-801

35'X35' WATER METER VAULT EASEMENT

RPBA SEE DETAIL 2385/C-809

RPBA SEE DETAIL 2385/C-809
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WARNING:
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CALLING FOR LOCATIONS OF ALL EXISTING UTILITIES. THEY SHALL
COOPERATE WITH ALL UTILITY COMPANIES IN MAINTAINING THEIR SERVICE AND/OR RELOCATION OF LINES.

THE CONTRACTOR SHALL CONTACT NM11 (811 OR 1-800-321-2537) AT LEAST 2 FULL BUSINESS DAYS IN ADVANCE
(EXCLUDING HOLIDAYS AND WEEKENDS) FOR THE LOCATIONS OF ALL UNDERGROUND WIRES, CABLES, CONDUITS,
PIPES, MANHOLES, VALVES OR OTHER BURIED STRUCTURES BEFORE DIGGING. THE CONTRACTOR SHALL REPAIR OR
REPLACE THE ABOVE WHEN DAMAGED DURING CONSTRUCTION AT NO COST TO THE OWNER.
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1. SEE SHEET C-002 FOR ADDITIONAL PROJECT NOTES.
2. CONTRACTOR SHALL VERIFY LOCATION, SIZE, INVERT, AND

MATERIAL OF ALL UTILITY CONNECTIONS TO UTILITY MAIN,
STUBS, AND BUILDING SYSTEMS PRIOR TO CONSTRUCTION.

3. COORDINATION WITH WATER AUTHORITY CROSS CONNECTION
SECTION WILL BE REQUIRED TO ENSURE PROPER BACKFLOW
CONTAINMENT IS IN PLACE PRIOR TO RELEASE OF METER FOR
THE SITE. CONTRACT THE CROSS CONNECTION SECTION AT
505-289-3454.

4. COORDINATION WITH THE WATER AUTHORITY PRE-TREATMENT
ENGINEER IS REQUIRE TO ENSURE THE SITE COMPLIES WITH
WATER AUTHORITY SEWER USE ORDINANCE. CONTACT THE
PRE-TREATMENT ENGINEER AT 505-289-3439.

NOTES

C-401

UTILITY PLAN

LEGEND

LOT LINE

EASEMENT LINE

SETBACK LINE

RIGHT OF WAY LINE

EXISTING EASEMENT LINE

PROPERTY BOUNDARY

SECTION LINE

QUARTER LINE

PROPOSED MINOR CONTOUR901

PROPOSED MAJOR CONTOUR900

EXISTING MINOR CONTOUR

EXISTING MAJOR CONTOUR

( IN FEET )

GRAPHIC SCALE
0

1 inch = 40 ft.

40 8040

► ► PRIVATE SANITARY SEWER

I I PRIVATE WATERMAIN

PRIVATE SANITARY MANHOLE

PRIVATE HYDRANT

PRIVATE GATE VALVE

►► ►► STORM SEWER

STORM MANHOLE

FLARED END SECTION

1. PRIVATE WATERMAIN
2. PRIVATE SANITARY SEWER
3. PUBLIC WATERMAIN PER WORK ORDER
4. PUBLIC SANITARY PER WORK ORDER

KEYNOTES #

PUBLIC SANITARY MANHOLE

PUBLIC HYDRANT

PUBLIC GATE VALVE

#

W/ 3" METER


