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PROPOSED APARTMENT BUILDING

PREMISE I.D.:

2" WIDE X 12"

TALL ADDRESS

NUMBERS

KEY BOX

LOCATION

BETWEEN 4'-6'

ABOVE GRADE

· ASPHALTIC FIRE APPARATUS ROAD LOADING

SPECIFICATIONS OF AT LEAST 75,000 LBS

TOTAL WEIGHT

· ROAD WILL NOT EXCEED 10% GRADE

· ASPHALTIC PAVING PER COA STANDARDS

6" WIDE PAINTED RED FIRE LANE MARK

AS 'NO PARKING - FIRE LANE' EVERY 15'

WITH WHITE BLOCK CAPITAL LETTERS

MIN. 5" IN HEIGHT & 3/4" WIDE

EXISTING 12"  WATER LINE
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INDIAN SCHOOL ROAD NE

FIRE DEPARTMENT DATA                                          OCCUPANCY TYPE - R2
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· ASPHALTIC FIRE APPARATUS ROAD LOADING

SPECIFICATIONS OF AT LEAST 75,000 LBS

TOTAL WEIGHT

· ROAD WILL NOT EXCEED 10% GRADE
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6" WIDE PAINTED RED FIRE LANE MARK

AS 'NO PARKING - FIRE LANE' EVERY 15'

WITH WHITE BLOCK CAPITAL LETTERS

MIN. 5" IN HEIGHT & 3/4" WIDE

6" WIDE PAINTED RED FIRE LANE MARK

AS 'NO PARKING - FIRE LANE' EVERY 15'

WITH WHITE BLOCK CAPITAL LETTERS

MIN. 5" IN HEIGHT & 3/4" WIDE

6" WIDE PAINTED RED FIRE LANE MARK

AS 'NO PARKING - FIRE LANE' EVERY 15'

WITH WHITE BLOCK CAPITAL LETTERS

MIN. 5" IN HEIGHT & 3/4" WIDE

NEW FIRE

HYDRANT

FIRE DEPARTMENT

CONNECTION  

P.I.V.

MC

NOTE:

EXISTING OVERHEAD POWER

LINES TO BE RELOCATED TO

UNDERGROUND

STAIR TO ROOF WITH

CLASS 1 STAND PIPE

13013 glenwood hills ct. ne

albuquerque nm   87111

(ph) 505 514 1364

peter butterfield architect

pba 
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