
C
am

in
o 
D
e 
La

 S
ie
rr
a,
 N

.E
.

TRACT B 

C
am

in
o 
D
e 
La

 S
ie
rr
a,
 N

.E
.

US Highway 66 Off Ramp

TRACT B-1

Interstate 40
und Tramway/Central Exit 167

NMP I-040-3(1)163

HC
 O

NLY

NO
PA

RK
IN

G

HC
 O

NLY

FIRE SITE PLAN1 

R
B
A

1
1
0
4
 P

a
rk

 A
v
e
. 
S
W

A
lb

u
q
u
e
rq

u
e
, 
N

M
 8

7
1
0
2

P
(5

0
5
)2

4
2
-1

8
5
9
 F

(5
0
5
)2

4
2
-6

6
3
0

w
w

w
.r
b
a
8
1
.c

o
m

P
LA

N
N

IN
G

D
E
S
IG

N

A
RC

HI
TE

C
TU

RE
, P

C

F-1.0

F
IR

E
 S

IT
E
 P

LA
N

C
H
U
R
C

H
 O

F
 C

H
R
IS
T

1
0
2
 C

A
M

IN
O

 D
E
 L

A
 S

IE
R
R
R
A

, 
A

LB
U
Q

U
E
R
Q

U
E
, 
N

M

P
R
O

J
E
C

T 
#
1
9
6
0

KEYED NOTES

LEGAL DESCRIPTION

SITE DATA

LIFE SAFETY GENERAL NOTES

PARKING REQUIREMENTS 

PROJECT

03/09/21

1500 GPM 1 HYDRANT

21-005540

AutoCAD SHX Text: Y
AutoCAD SHX Text: D
AutoCAD SHX Text: H
AutoCAD SHX Text: W
AutoCAD SHX Text: T
AutoCAD SHX Text: WV
AutoCAD SHX Text: WV
AutoCAD SHX Text: WV
AutoCAD SHX Text: WV
AutoCAD SHX Text: WV
AutoCAD SHX Text: WV
AutoCAD SHX Text: NOTE: DIRT ROADS VISIBLE WHERE SHOWN (OLD ROADS) ABANDONED
AutoCAD SHX Text: DIRT ROAD
AutoCAD SHX Text: BLOCK WALL
AutoCAD SHX Text: CONCRETE TRAIL
AutoCAD SHX Text: ASPHALT
AutoCAD SHX Text: FLOWLINE
AutoCAD SHX Text: INV. EL.=5796.29
AutoCAD SHX Text: RIM EL.=5769.84
AutoCAD SHX Text: SEWER
AutoCAD SHX Text: SANITARY
AutoCAD SHX Text: INV. EL.=5795.99
AutoCAD SHX Text: INV. EL.=5796.51
AutoCAD SHX Text: 8" CLAY
AutoCAD SHX Text: 8" PVC
AutoCAD SHX Text: 8" CLAY
AutoCAD SHX Text: 2" PVC
AutoCAD SHX Text: FORCE MAIN
AutoCAD SHX Text: AREA=4.3466 ACRES ±
AutoCAD SHX Text: 189338 SQ FT ±
AutoCAD SHX Text: FOUND NO. 5 REBAR
AutoCAD SHX Text: FOUND NO. 5 REBAR
AutoCAD SHX Text: FORMER REMAINING  PORTION TRACT B
AutoCAD SHX Text: (60' R.O.W.)
AutoCAD SHX Text: (R.O.W. VARIES)
AutoCAD SHX Text:  TRACT 6, BLOCK 2 WELLS SANDIA MANOR (09/10/1948, D-56)
AutoCAD SHX Text:  TRACT 7, BLOCK 2 WELLS SANDIA MANOR (09/10/1948, D-56)
AutoCAD SHX Text: FOUND NO. 4 REBAR (BENT)
AutoCAD SHX Text: R.O.W. LINE
AutoCAD SHX Text: FOUND CENTERLINE MONUMENT
AutoCAD SHX Text: LOT A-4, BLOCK 1 WELLS SANDIA MANOR (06/29/1995, 95C-240)
AutoCAD SHX Text: LOT A-3, BLOCK 1 WELLS SANDIA MANOR (06/29/1995, 95C-240)
AutoCAD SHX Text: LOT A-2, BLOCK 1 WELLS SANDIA MANOR (06/29/1995, 95C-240)
AutoCAD SHX Text: LOT A-1, BLOCK 1 WELLS SANDIA MANOR (06/29/1995, 95C-240)
AutoCAD SHX Text: AREA=1.0814 ACRES± 47,108 SQ. FT.±
AutoCAD SHX Text: S 51°42'29" E
AutoCAD SHX Text: 308.16'
AutoCAD SHX Text: S 43°03'59" W
AutoCAD SHX Text: 205.65'
AutoCAD SHX Text: S 38°03'12" W
AutoCAD SHX Text: 305.84'
AutoCAD SHX Text: R=83.03'
AutoCAD SHX Text: L=105.51'
AutoCAD SHX Text: =72°48'15"
AutoCAD SHX Text: CH=S 79°25'35" W
AutoCAD SHX Text: 98.55'
AutoCAD SHX Text: R=1131.01'
AutoCAD SHX Text: L=100.88'
AutoCAD SHX Text: =5°06'38"
AutoCAD SHX Text: CH=N 67°03'05" W
AutoCAD SHX Text: 100.85'
AutoCAD SHX Text: 180.47'
AutoCAD SHX Text: 127.69'
AutoCAD SHX Text: 10' WIDE PUBLIC UTILITY EASEMENT GRANTED BY THIS PLAT
AutoCAD SHX Text: S 43°03'59" W
AutoCAD SHX Text: 245.21'
AutoCAD SHX Text: 10.03'
AutoCAD SHX Text: 6' FENCE
AutoCAD SHX Text: 6' FENCE
AutoCAD SHX Text: 6' FENCE
AutoCAD SHX Text: 6' FENCE
AutoCAD SHX Text: GATE
AutoCAD SHX Text: LANDSCAPE BUFFER
AutoCAD SHX Text: GATE
AutoCAD SHX Text: GATE
AutoCAD SHX Text: 6' FENCE
AutoCAD SHX Text: 6' FENCE
AutoCAD SHX Text: 6' FENCE
AutoCAD SHX Text: 1"=20'-0"
AutoCAD SHX Text: NORTH
AutoCAD SHX Text: 15
AutoCAD SHX Text: 12
AutoCAD SHX Text: 12
AutoCAD SHX Text: 2
AutoCAD SHX Text: TOTAL SPACES =  41 SPACES
AutoCAD SHX Text: DUMPSTER
AutoCAD SHX Text: SHEET NUMBER
AutoCAD SHX Text: DATE
AutoCAD SHX Text: REVISION DATE
AutoCAD SHX Text: 2-25-2021
AutoCAD SHX Text: 0'
AutoCAD SHX Text: 10'
AutoCAD SHX Text: BAR SCALE
AutoCAD SHX Text: ( 1"=20'-0" )
AutoCAD SHX Text: 20'
AutoCAD SHX Text: 40'
AutoCAD SHX Text: 1. FIRE DEPARTMENT CONNECTION, 6" DIA. CONNECTION TO BLDG. FIRE DEPARTMENT CONNECTION, 6" DIA. CONNECTION TO BLDG. 2. NEAREST FIRE HYDRANT 276' AWAY NEAREST FIRE HYDRANT 276' AWAY 3. NEW FIRE HYDRANT PER 2019 IFC, APPENDIX C, SEC. C103, W/6"DIA. WATER LINE NEW FIRE HYDRANT PER 2019 IFC, APPENDIX C, SEC. C103, W/6"DIA. WATER LINE 4. PREMISES IDENTIFICATION ADDRESS PER 2015 IFC, SEC. 505, VERIFY LOCATION PREMISES IDENTIFICATION ADDRESS PER 2015 IFC, SEC. 505, VERIFY LOCATION WITH FIRE MARSHALL 5. 'KNOX BOX' LOCATION PER FIRE MARSHALL'S APPROVAL 'KNOX BOX' LOCATION PER FIRE MARSHALL'S APPROVAL 6. 6' HIGH WROUGHT IRON FENCING 6' HIGH WROUGHT IRON FENCING 7. 6' HIGH MOTORIZED SLIDING GATE 6' HIGH MOTORIZED SLIDING GATE 8. WROUGHT IRON GATE WITH 'KNOX BOX' WROUGHT IRON GATE WITH 'KNOX BOX' 9. CONC. STAIRS DOWN TO FIRE RISER ROOM CONC. STAIRS DOWN TO FIRE RISER ROOM 10. FIRE RISER ROOM W/STANDPIPE, BACKFLOW PREVENTION AND ALL OTHER EQUIP. FIRE RISER ROOM W/STANDPIPE, BACKFLOW PREVENTION AND ALL OTHER EQUIP. 11. ELEC. POWER SUPPLY TO SLIDING GATE ELEC. POWER SUPPLY TO SLIDING GATE 12. FIRE DEPARTMENT POST INDICATOR VALVE FIRE DEPARTMENT POST INDICATOR VALVE 13. CURB TO PAINTED RED WITH WHITE LETTERS "NO PARKING - FIRE LANE" PER IFC CURB TO PAINTED RED WITH WHITE LETTERS "NO PARKING - FIRE LANE" PER IFC 503.3 14. EXIST. WATER VALVE AND 12" DIA. WATER SERVICE LINE EXIST. WATER VALVE AND 12" DIA. WATER SERVICE LINE 15. EXIST. WATER MANHOLE EXIST. WATER MANHOLE 16. 28' TURNING RADIUS 28' TURNING RADIUS 17. BUILDING FULLY SPRINKLED CONTRACTOR TO PROVIDE SHOP DRAWINGS TO FIRE BUILDING FULLY SPRINKLED CONTRACTOR TO PROVIDE SHOP DRAWINGS TO FIRE MARSHALL FOR REVIEW AND COMMENTS AS A SEPARATE PERMIT 18. FIRE APPARATUS ACCESS ROADS SHALL HAVE AN ASPHALT OR OTHER APPROVED FIRE APPARATUS ACCESS ROADS SHALL HAVE AN ASPHALT OR OTHER APPROVED DRIVING SURFACE SUPPORTING AT LEAST 75,000 LBS - SEE CIVIL 19. FIRE APPARATUS ROADS SHALL NOT EXCEED 10% IN GRADE - SEE CIVIL  FIRE APPARATUS ROADS SHALL NOT EXCEED 10% IN GRADE - SEE CIVIL
AutoCAD SHX Text: 1
AutoCAD SHX Text: 2
AutoCAD SHX Text: 6
AutoCAD SHX Text: 6
AutoCAD SHX Text: 7
AutoCAD SHX Text: 7
AutoCAD SHX Text: 6
AutoCAD SHX Text: 6
AutoCAD SHX Text: 6
AutoCAD SHX Text: 10
AutoCAD SHX Text: 9
AutoCAD SHX Text: 11
AutoCAD SHX Text: 11
AutoCAD SHX Text: 3
AutoCAD SHX Text: 4
AutoCAD SHX Text: INTERNATIONAL BUILDING CODE 2015
AutoCAD SHX Text: TRACT B-1 & TRACT B-2; BLOCK 2; WELLS SANDIA MANOR; SECTION 26; TOWNSHIP 10 NORTH, RANGE 4 EAST, N.M.O.M. ALBUQUERQUE, BERNALILLO COUNTY, NEW MEXICO
AutoCAD SHX Text: PROPERTY  47,108 SF (1.0814 AC) BUILDING  5,034 SF (11%) 5,034 SF (11%) PARKING/PAVING 16,906 SF (36%) 16,906 SF (36%) LANDSCAPE  25,202 SF (53%)  25,202 SF (53%)
AutoCAD SHX Text: I.D.O. ZONE CLASSIFICATION:   R1-D R1-D I.D.O. ZONE MAP:     L-23-Z L-23-Z OCCUPANCY & USE CLASSIFICATION:  A-3, PLACE OF RELIGIOUS A-3, PLACE OF RELIGIOUS WORSHIP, B, BUSINESS/  TRAINING & SKILLS   DEVELOPMENT TYPE OF CONSTRUCTION (SEC. 602) TYPE VB TYPE VB ALLOWABLE BLDG. HEIGHT (TABLE 504.3) 60 FEET 60 FEET  BUILDING HEIGHT:  20'-10" FIN. GRADE ALLOWABLE NO. STORES (TABLE 504.4): 2 STORY - SPRINKLERED 2 STORY - SPRINKLERED ALLOWABLE AREA (TABLE 506.2):  24,000 S.F. 24,000 S.F. FIRE-RESISTANCE RATING (TABLE 602): 10<X30 TYPE VB   10<X30 TYPE VB   SPRINKLED TOTAL BLDG. S.F. 1st FLOOR:   5,034 S.F. (MAIN BLDG.) 5,034 S.F. (MAIN BLDG.) TOTAL BLDG. S.F. BASEMENT (STORAGE): 2,533 S.F. (BASEMENT) 2,533 S.F. (BASEMENT) TOTAL 7,567 S.F. 7,567 S.F. OCCUPANT LOAD (TABLE 1004.1.2.) A3 - WORSHIP 108 FIXED SEATS =  112 OCC. 112 OCC. FOYER   1,520 S.F. / 15 =    101 OCC. 101 OCC. B-TRAINING & SKILLS 2,533 S.F./300 =  8 OCC. 8 OCC. TOTAL OCCUPANTS FOR WORSHIP SERVICE = 221 OCC.221 OCC.
AutoCAD SHX Text: INTERNATIONAL FIRE CODE 2019
AutoCAD SHX Text: TABLE 105.1 MINIMUM FIRE FLOW & DURATION: TYPE VB - 4,801-6,200 SF = FIRE FLOW 2,000 GPM, DURATION 2 HR B105.2 BUILDINGS OTHER THAN ONE- AND TWO-FAMILY DWELLINGS 75% REDUCTION IN FIRE-FLOW BLDG. PROVIDED WITH APPROVED  AUTOMATIC SPRINKLER SYSTEM:  = FIRE FLOW 2,000 GPM/75% = 1,500 GPM DURATION -2 HOURS SEC. B105.2 TABLE C105.1 NO. AND DISTRIBUTION FIRE HYDRANTS: FIRE FLOW REQUIREMENT 1,750- OR LESS GPM MIN. 1 HYDRANTS, 500' AVERAGE SPACING BETWEEN HYDRANTS, MAX. DISTANCE FROM ANY ONE POINT ON STREET OR ROAD FRONTAGE TO HYDRANT 250 FT NO. HYDRANTS PROVIDED:  (1) FIRE HYDRANT (BUILDING FULLY SPRINKLED)
AutoCAD SHX Text: 6
AutoCAD SHX Text: 8
AutoCAD SHX Text: 5
AutoCAD SHX Text: 5
AutoCAD SHX Text: A. PREMISE IDENTIFICATION - SHALL BE MINIMUM 4 INCHES PREMISE IDENTIFICATION - SHALL BE MINIMUM 4 INCHES HIGH x .5 INCH WIDE AND SHALL CONTRAST WITH THEIR BACKGROUND AND SHALL BE VISIBLE FROM THE STREET OR ROAD FRONTING THE PROPERTY.  B. GENERAL CONTRACTOR TO PROVIDE AND INSTALL KNOX BOX. GENERAL CONTRACTOR TO PROVIDE AND INSTALL KNOX BOX. KNOX BOX TO BE INSTALLED IN AN ACCESSIBLE LOCATION AND BE MOUNTED NO HIGHER THAN 6'-0" ABOVE FINISH FLOOR. THE NOCK BOX SHALL BE OF AN APPROVED TYPE LISTED IN ACCORDANCE WITH UL 1037, AND SHALL CONTAIN KEYS TO GAIN ACCESS TO BUILDING AND FIRE RISER ROOM. FINAL LOCATION TO BE APPROVED BY THE FIRE MARSHALL. C. FIRE PROTECTION SPRINKLER SYSTEMS SHALL BE DEFERRED FIRE PROTECTION SPRINKLER SYSTEMS SHALL BE DEFERRED SUBMITTALS AND SHALL BE NOTED AS SUCH ON THE PLAN. G.C. TO SUBMIT SHOP DRAWINGS TO THE FIRE MARSHALL OFFICE FOR REVIEW AND APPROVAL OF ANY INSTALLATION OR MODIFICATION TO THE FIRE SPRINKLER SYSTEM, FIRE ALARM SYSTEM, ANY OTHER FIRE RELATED SYSTEM. THE FIRE SPRINKLER SYSTEM WILL SUPERVISED WHEN REQUIRED BY THE 2015 INTERNATIONAL FIRE CODE.   D. G.C. TO PROVIDE FIRE EXTINGUISHERS 2A-10-BC, 1 PER G.C. TO PROVIDE FIRE EXTINGUISHERS 2A-10-BC, 1 PER EACH 3,000 S.F. FLOOR PLAN FOR QUANTITY, LOCATIONS AND TYPE.  E. ALL PENETRATIONS THROUGH A FIRE RATED WALL ASSEMBLY ALL PENETRATIONS THROUGH A FIRE RATED WALL ASSEMBLY TO BE FIRESTOPPED WITH THERMAFIBER AS MANUFACTURED BY THERMAFIBER, LLC, WABASH, 46992 OR OTHER APPROVED EQUAL. F. ALL EXIT SIGNS AND EMERGENCY LIGHTING SHALL HAVE ALL EXIT SIGNS AND EMERGENCY LIGHTING SHALL HAVE BATTERY BACK-UP, REF: ELECTRICAL.
AutoCAD SHX Text: 12
AutoCAD SHX Text: 13
AutoCAD SHX Text: 13
AutoCAD SHX Text: 14
AutoCAD SHX Text: 15
AutoCAD SHX Text: 14
AutoCAD SHX Text: 16
AutoCAD SHX Text: 17
AutoCAD SHX Text: N
AutoCAD SHX Text: D
AutoCAD SHX Text: RICHARD P.
AutoCAD SHX Text: No. 1240
AutoCAD SHX Text: BENNETT
AutoCAD SHX Text: E
AutoCAD SHX Text: E
AutoCAD SHX Text: T
AutoCAD SHX Text: S
AutoCAD SHX Text: R
AutoCAD SHX Text: R
AutoCAD SHX Text: E
AutoCAD SHX Text: I
AutoCAD SHX Text: G
AutoCAD SHX Text: E
AutoCAD SHX Text: O
AutoCAD SHX Text: F
AutoCAD SHX Text: S
AutoCAD SHX Text: T
AutoCAD SHX Text: A
AutoCAD SHX Text: T
AutoCAD SHX Text: T
AutoCAD SHX Text: E
AutoCAD SHX Text: C
AutoCAD SHX Text: R
AutoCAD SHX Text: H
AutoCAD SHX Text: I
AutoCAD SHX Text: T
AutoCAD SHX Text: C
AutoCAD SHX Text: A
AutoCAD SHX Text: O
AutoCAD SHX Text: C
AutoCAD SHX Text: I
AutoCAD SHX Text: M
AutoCAD SHX Text: E
AutoCAD SHX Text: X
AutoCAD SHX Text: E
AutoCAD SHX Text: W
AutoCAD SHX Text: 2/25/21
AutoCAD SHX Text: PARKING REQUIRED:
AutoCAD SHX Text: 1 PER 4 SEATS, (WORSHIP SPACE)
AutoCAD SHX Text: PARKING REQUIRED:
AutoCAD SHX Text: 1 PER 300 (BUSINESS/ TRAINING)
AutoCAD SHX Text: PARKING REQUIRED:      108 SEATS/4 =  27 SPACES =  27 SPACES 2533 S.F./300   =   8 SPACES TOTAL   = 35 SPACES (2 H.C.)  = 35 SPACES (2 H.C.) PARKING PROVIDED: 41 SPACES (2 H.C.) PROVIDED MOTOR CYCLE PARKING 26-50 SPACES:  2 MOTOR CYCLE SPACES BICYCLES: PARKING SPACES 41 x 10%:    4 BICYCLES
AutoCAD SHX Text: PROJECT NARRATIVE
AutoCAD SHX Text: PROJECT CONSISTS OF CONSTRUCTING A CHURCH FACILITY WITH PARTIAL BASEMENT.  CONSTRUCTION CONSISTS OF WOOD FRAMED WALLS AND WOOD TRUSSES.  EXTERIOR FINISHES STUCCO WITH STONE VENEER WALLS, AND METAL ROOF SYSTEM.
AutoCAD SHX Text: RIDGE 102.80'
AutoCAD SHX Text: FIN. FLR. 82.00'
AutoCAD SHX Text: BASE. FLR. 72.00'
AutoCAD SHX Text: 18
AutoCAD SHX Text: 19
AutoCAD SHX Text: 18
AutoCAD SHX Text: 19
AutoCAD SHX Text: 18
AutoCAD SHX Text: 19
AutoCAD SHX Text: GRADE 81.90'
AutoCAD SHX Text: GRADE 81.30'
AutoCAD SHX Text: DEFERRED SUBMITTALS:
AutoCAD SHX Text: A. FIRE PROTECTION SPRINKLER DRAWINGS AND DETAILS TO BE SUBMITTED TO CITY AS A SEPARATE FIRE PROTECTION SPRINKLER DRAWINGS AND DETAILS TO BE SUBMITTED TO CITY AS A SEPARATE PERMIT BY CONTRACTOR
AutoCAD SHX Text: 1
AutoCAD SHX Text: RESPONSE COMMENTS 3/1/21
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
AutoCAD SHX Text: 1
http://www.rba81.com

	Sheets and Views
	F-1.0


