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1/4"=1'-0"

REAR ELEVATION
1/8"=1'-0"

RIGHT ELEVATION
1/8"=1'-0"

LEFT ELEVATION
1/8"=1'-0"

SLOPE TO DRAIN

1/4" PLF

MASS -1

1956 SQ. FT./150 = 13.04 SQ. FT.

13.04 X 144 = 1878 IN. REQUIRED

PROVIDE:

CONSTRUCTION METAL INC. 6X16 STUCCO VENTS

MODEL #FV146G 51 SQ. IN. EA.

20-6"X16" STUCCO VENTS= 1020 SQ. IN.

PROVIDE:

FAMCO 12" DIA. J-VENTS

113.1 SQ. IN. EA.

8-12" DIA. J-VENTS=904.8 SQ. IN.

TOTAL NET FREE AIR INITIATION PROVIDED=1924.8 SQ. IN.
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MASS 2

118 SQ. FT.

118/300=0.39 SQ. FT.

0.39X144=56 SQ. IN.

HIGH AIR PROVIDE:

58 SQ. IN. N.V.F.A.

LOW AIR PROVIDE:

58 SQ. IN. N.V.F.A.

MASS 4

98 SQ. FT.

98/300=0.33 SQ. FT.

0.33X144=48 SQ. IN.

HIGH AIR PROVIDE:

40 SQ. IN. N.V.F.A.

LOW AIR PROVIDE:

40 SQ. IN. N.V.F.A.

MASS 3

95 SQ. FT.

95/300=0.32 SQ. FT.

0.32X144=46 SQ. IN.

HIGH AIR PROVIDE:

35 SQ. IN. N.V.F.A.

LOW AIR PROVIDE:

35 SQ. IN. N.V.F.A.

ROOF  PLAN
1/8"=1'-0"

TOP OF SLAB 8" ABOVE FINISHED GRADE

TOP OF DOORS AND WINDOWS 7'-10"

TOP OF WALLS 9'-1"

TOP OF WALLS 17'-8" +/-
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